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VESSEL (A): 0409983
A IG DATE OF INSPECTION: 2002 Feb 15 .n.D S.ﬂ
MUNICIPAL AFFAIRS

; . Terry R. McConnell
» Certificate of Inspection QA Coordinator

ANADARKO CANADA CORPORATION PREFERRED RE-INSP. INTERVAL: 3.00 Yr.

PO BOX 2595 STN M
425-1 STREET SW

ATTN TERRY MCCONNELL
CALGARY, AB YEAR BUILT: 2002

T2P 4v4 CRN: K2109.12
SERIAL #: 12572
LOCATION: STOCK - CALGARY

DESCRIPTION: HORIZONTAL VESSEL VOLUME: 18.519 M3
COMPANY CODE: HEATING SURFACE:
MANUFACTURER: BILTON WELDING & MANUFACTURING LTD SURFACE AREA:
Safety Valves
PART MAX. AUTHORIZED MAX. TEMP MIN. TEMP VALVE ID SETTING CAPACITY LOCATION
WORKING PRESSURE
VESSEL 345 KPA 93 C -29 C SVl TO BE INSTALLED

OWNER INSTRUCTIONS/REMARKS:
CONTACT THE ABSA SAFETY CODES OFFICER BEFORE PLACING THE VESSEL/BOILER IN SERVICE.

VESSEL/BOILER TO BE INSTALLED IN ACCORDANCE WITH THE SAFETY CODES ACT AND REGULATIONS.

VERIFY THAT VESSEL/BOILER IS PROTECTED BY AN ACCEPTABLE ASME CODE PRESSURE RELIEF VALVE, OF ADEQUATE
CAPACITY, SET AT NO MORE THAN MAXIMUM PRESSURE AUTHORIZED AND INSTALLED IN ACCORDANCE WITH THE SAFETY
CODES ACT & REGULATIONS.
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Safety Codes Officer: LORAN, TODD Signature: L/%'f’iyéf——
7

S
‘: REQUIREMENTS OF THE SAFETY CODES ACT AND THE REGULATIONS ISSUED THEREUNDEB?:;"/"

wner or person in charge shall report all accidents involving a boiler, pressure vessel or pressure piping é.ystem to the district Safety Codes Officer
immediately and shall send a full report in writing to the Administrator as required by the Act. No repairs or alterations may be made unless authorized by a
Safety Codes Officer.




EYa el

; ECIETEET TR Aok (side 1) 00403
ALBERTA MUNICIPAL AFFAIRS | @ %9733
Alberta Boilers Safety Assoclation MANUFACTURER’S DATA REPORT
200, 4208 - 97 Street FOR PRESSURE VESSEL
.Eamnton AB T6E 529 DECLARATION DE CONFORMITE DU CONSTRUCTEUR
Partial/ Partiel ] . ... . TD'APPAREILS SOUS PRESSION

Upon shipment of a pressure vessel, this form fully and correctly filled in must be mailed to the office of the Chief Inspector in the province of installation in
accordance with the regulations under the Act, governing the construction and installation of pressure vessels.

Aumoment de 'expédition d'un appareil souigrass!on, ce formulaire complété correctement, doit étré envoye au bureau de l'inspecteur en chef de la
jprovinca dinstallation tel que prévu dans les réglements de la lol sur les appareils sous pression.

Manufactured by Name and address of Manufacturer/ Nom ef sdresse du construcieur

Construit par . Bliton Welding & Manufacturing Ltd 3704-58 Ave, Innisfail, AB T4G 158

Manufactured for Narme and address of Purchaser or Consignee/ Nom ef adressa du client ou de son représentant

Construit pour Anadarko Canada Corporation 425-1 Street S.W., Calgary, AB T2P 4V4

Ultimate owner Nama and address/ Nom ef adresse

Utitisateur Anadarko Canada Corporation 425-1 Street S.W., Calgary, AB T2P 4V4 .

Location of Installation Address/ Adresse

Lieu d'installation Stock- Manufacturers yard pending move

Pressure vessel/ Apparell

Typel Genre Overall Length/Longeur {ofale Serial NoJ N* de série Year builVAnnée de fabrication
Horizontal Vessel 100" i 12572 2002

Provincial Reglstration No. = C.R.N./N* d'enreglstrement provincial - N.E.C. National Board NoJ N* National Board Drawing No.J N* de dessin
K2109.12 BWM-019-00 REV 4

The chemical and physical properties of all parts meet the requirements of material specifications of the ASM.E. Code.
Les propriétés chimiques el physiques de loutes les composantes respectent les exigences des spécifications de matériaux de code ASME.

ASME Division Addenda/Supplément Code case No.
The design, construction and workmanship conform to CSA B51. Ndacas
La conception, la consiruction et la fagon sont conformes 4 ACNOR B51. Sectlon VIl 1 2001

Manufacturer's parilal data reports properly identified and signed by authorized Inspectors have been furnished for the following items of the report, and attached to this

i report:
. Les rapports partlels du constructeur adqéuatemant identiifiés et signds par les Inspecteurs suthorisés onl élé produls pour les items sulvants du rapport, et aliachés a ce rapport

fames of paris/ Nom de la composante Item NoJ NO d'item Manufacturer's Name/ Nom du constructeur Identifying Stamp/ Estampe d'identification
Shell/ Virole
Corr. Longltudinal Joints PWH.T, Girth Joints Number of
Allow, Joints longitudinau Trakement therm Joints de ciconférence | courses
Description P’:fhtt:r?.l Eh!c;nl.u gurdpl.'l. g}a;::ar = = — Nombre de
aldrisu sour | de com. laméire .Ts Eficiency A sections
P 700 | Radog. | Emcacad | Teme | cunse Type | Radiog.
Shell #1 SA-5168-70N 3" 1/8" 8'I1D 1 None 07 N/A N/A 1 None 1
Heads/ Tefes
Corr. Crown, Knuckle EWgse Ratia | Conical Hemisph. Flat Side o
Deseription Material Min. Thickn. Allow Radius Radius Ragp. effpse | Apex Angle Radius Diameter | pressure
Matdriau Epalaminim. | Surép. Rayon Petkt rayon Angle Ray. Diamplat | Cote sous
Conm. couron, conique Hémisph pression
Head #1 SA-518-70N 0.313" 1/8" 21 Concave
Head #2 SA-518-TON 0.313" 1/8" Fa | Concave
Ramovable bolts used (describe other fastenings) Matl Spec/ Spdc. da mat. Grade Slize/ Dimension
Boulons amavible utlisds (décrire lout autre aftache) MANWAY NUTS /BOLTS SA-194/SA-193 2HM I BTM 114°
Pressure - Temperature/ Press/on - température
! Prasswre Vossel Part Constructed for max. allowabls working Al max, temp. Min. Temg. (whan kess than Test prassurs (hydro-pneumatic of combinatior
i Partie de I'npparel pressure A une temp. max. -29'C) Prassion d'épreuvre (hydro-pneumatique ou
) Construk pour une pression maximale Temp. min (infénieure 4 -29°C) combinalson)
i de marche permise
. Shells / Hoads 50 psi (g) / 345 Kpa () 200F/93C 20F/-29C 75 psi (g) / 517 Kpa (g)
L




Tube Section/ Faisceau tubulaire

AB-25 (side 2) G0N

Plaque tubulai Malerial/ Malériau Diameler/ Diamelre Nominal Thickness Corr. Allow. Attachment
Tubsshaat! - = Epaisseur nominate Surépais. corrosion Mode d'attachement
Tube maleriall Maleriau des fubes Diameter/ Diamétre Nominal Thickness ( ug) Number/ Nbre Type (Straight or U) Heating Surface
Epaisseur nominale ?:aﬁ 2) Type (Droit ou U) Surface dect
Jacket/ Chemise
Type of jacket/ Genre de chemise Jacket closure Proof Test Healing Surface Sketchv/ Schéma
Fermelure de chemise Pression d'épreuve Surface de chauffe
' i3
Safety Valve Outlets/ Soupapes de sdreté
Number/ Nombre Dimension Location/ Endroit

Supplied and installed by others as per UG-125

Nozzles and Openings/ Tubulures et ouvertures

Number Dimension Type Material Nominal Reinforcement How Location/ Endroit
Purpose/ But Nombre Matériau Thickness material attached
fos Epaisseur Matériau Genre
nominale de renfort d'attaches
Manway (M1) 1 20" 150# RFSO SA-106-B/SA-105-N | 0.375" NIA UW-16.1C Shell
Inlet (N1) 1 6" 150# RFWN SA-106-B/SA-105-N | 0.432" Inherent Uw-16.1 C Head
Qutlet (N2) 1 6" 150# RFWN SA-106-B/SA-105-N 0.432" Inherent Uw-16.1C | Head
Gauge (N3) 1 4" 150%# RFWN SA-106-B/SA-105-N | 0.337" Inherent Uw-16.1C Shell
Pumpout (N4) 1 3® 150# RFWN SA-106-B/SA-105-N | 0.300 Inherent uw-16.1C Shell
Supports/ Supports
Skirt/ Jupe Lugs/ Oreilles Legs/ Pieds Other/ Autres (Description) Attached/ Altaches
Yes/ Oui No/ Nen No./ Nbre No./ Nbre (Where and How/ Méthode et endroit)
O = SADDLES SHELL / WELDED

Remarks/ Observations (Cubical capacity/ Volume)

Approximate Volume: 654 cu ft (19 cu n?
Impact tests excempt as per UG 20 (f) 1-
Fabrication drawing: A422-1 rev 2

Certificate of Shop Inspection/ Certificat d’'inspecton en usine

I, the undersigned, a duly authorized Boiler and Pressure Vessel Inspector
Je, soussigné, inspecteur autorisé de chaudiéres el appareil sous pression
employed by
employé par

of/ de Alberta

have inspected the above vessel and state that to the best of my knowledg:
and belief, the manufacturer has constructed the vessel in accordance with
the Provincial registration CRN k2109.12

and the requirements of standard CSA B51.

Certificate of Compliance/ Certificat de conformité -

We cerlify that the statements made in this data report are correct and that the
said vessel has been constructed in accordance with the Provincial Registered

design below and the requirements of standard CSA B51. Alberta Boilers Safety Association

Nous certiflons que les données de la déclaration de conformité sont correctes
et que I'appareil a été construit en accord avec l'enregistrement provincial ci-
dessous et les exigences de la norme ACNOR B51.

Provincial Registered Design

Enregistrement provincial __K2109.12 al inspecté I'appareil précilé el aulant que je sache, crois que le construcleur a consin
I'appareil en accord avec ['enregistrement provincial NEC
Manufacturer et les exigences de la norme ACNOR B51.

Constructeur Bilton Welding & Manufacturing Ltd.

Signature % @M} Date 03"/!5"%3)\

Certificate of Compliance - Field Work/
Certificat de conformité - Installation au chantier

Inspector's Name
Nom de l'nspecleur

Signatur

-

Certificate of Field ﬁsp'gctmnl Certificat d'inspection - Installation au
chantier

1, the undersigned, a duly authorized Boiler and Pressure Vessel Inspector
Je, soussigné, inspecteur autorisé de chaudiéres el appareil sous pression
employed by
employé par
have inspected the items not covered by the Shop Inspection Certificate ar
the installation of the items and state that to the best of my knowledge and
belief the construction and assembly of the items are in accordance with th
Provincial Regulations.

ai inspeclé les composantes non couverles par le certificat d'inspection en w:

We certify that the field installation of all parts of the vessel conforms with the
requirements of Provincial Regulations.

Nous certifions que l'installation au chantier de loutes les composantes de
I'appareil est conforme aux réglements provinciaux.

Installer's Name
Nom de l'installateur

Signature l'installation de I'appareil el, aulant que je sache, la construction et I'assembla,
I'appareil sont en accord avec les réglements provinciaux.

Date Inspeclor's Name
Nom de I'inspecleur

Signature Date







