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EQ# bbo3Dbb9
VESSEL (A) : 3031438

DATE OF INSPECTION: 1994 DEC 06
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LABOUR -..--...........----..(ftttífícate of 1Jns'pectíon
Boiler and Pressure V.essel Safety

QUADRON RESOURCES LTD.
1100 BOW VALLEY SQ. iv
250 - 6 AVE. SW
CALGARY AB

T2P 3H7 55-SA
LOCATION: 5-l9€*-b 2 -I!" 020 - 2. 3v-J4-

COMPANY CODE:
DESCRIPTION: INLET SEPARATOR

MANUFACTURER: PLAINS OIL LTD.
SERIAL # : 1439 VOI0 YEAR BUILT: 1994

HEATING SURFACE: m2 CUBICAL CAPACITY: 2.800 m3
MAX.AUTHORIZED MAX. TEMPI -------..------ SAFETY VALVES --------------

PART PRESSURE MIN. TEMP ID/LOCATION SET/CAPACITY AT TEMP

PREFERRED RE-INSP. INTERVAL: 2.00 YRS

CRN: M4225.2

---------- -- --------------------- ------- - ------------ ----------------------
SEPARATOR

5516 kPa 38 C SV1
-29 C T.B.I.

o kPa
o

OWNER INSTRUCTIONSjREHARKS:

VERIFY THAT VESSEL is PROTECTED BY A 'uv' SAFETY RELIEF
VALVE, OF ADEQUATE CAPACITY, SET AT NO MORE THAN MAXIMUM

PRESSURE AUTHORIZED, HAS BEEN INSTALLED IN ACCORDANCE WITH
THE REGULATIONS.
TO BE INSTALLED IN ACCORDANCE WITH THE SAFETY CODES ACT AND
THE BOILERS AND PRESSURE VESSELS REGULATIONS.
CONTACT THE AREA INSPECTOR BEFORE PLACING THE VESSEL INSERVICE. k~

INSPECTOR: LEE, SAl-BONG SIGNATURE: ~ ~
NOTE: REQUIREMENTS OF THE SAFETY CODES ACT AND THE REGULATIONS ISSUED

THEREUNDER:
THE OWNER OR PERSON IN CHARGE SHALL REPORT ALL ACCIDENTS INVOLVING A BOILER, PRESSURE VESSEL OR PRESSURE
PIPING SYSTEM TO THE DISTRICT INSPECTOR IMMEDIATELY AND SHALL SEND A FULL REPORT IN WRITING TO THE CHIEF
INSPECTOR AS REQUIRED BY THE ACT. NO REPAIRS OR ALTERATIONS MAY BE MADE UNLESS AUTHORIZED BY AN INSPECTOR.
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